three inches = one foot

one and one half inches = one foot

one quarter inch = one foot three eighths inch = one foot one half inch = one foot three quarters inch = one foot one inch = one foot

one eighth inch = one foot
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GENERAL NOTES:

A.

@

By

PIPING SHOWN ON THIS DRAWING IS BASED ON RECORD DRAWINGS AND CONDITIONS VIEWED DURING
FIELD INVESTIGATIONS. THE P.C. SHALL CONFIRM EXISTING PIPING AND SIZES. NOTIFY THE ENGINEER
AND ARCHITECT OF SIGNIFICANT DISCREPANCIES PRIOR TO COMMENCEMENT OF WORK.

EXISTING BRANCH PIPING WILL BE MODIFIED AS REQUIRED TO MAINTAIN OPERATION OF PLUMBING
FIXTURES TO REMAIN.

EMOVAL NOTES:
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4" SAN, 3"V, 25" C, 1/4" H AND (2) ¥4 HWR RISERS (S-32) TO REMAIN.
4 SAN, 25" v, 25" C,1Y/4" H AND ¥4" HWR RISERS (S-32A) TO REMAIN.
4" SAN, 4" V, 2" C, 1" H AND (2) ¥" HWR RISERS (S-37) TO REMAIN.
4" SAN, 4" V, 2" C AND (2) ¥" HWR RISERS (S-39) TO REMAIN.

4" SAN, 4" V, 2" C, ¥" H AND (2) ¥;" HWR RISERS (S-41 TO REMAIN.
4" SAN, 3" V, 2" C,1/4" H AND (2) ¥" HWR RISERS (S-33) TO REMAIN.
5" SAN, 4" V, 2" C, 1" H AND (2) ¥" HWR RISERS (S-34) TO REMAIN.
4" SAN, 4" V, 25" C, 1" H AND (2) ¥;" HWR RISERS (S-36) TO REMAIN.
4" SAN, 3" V,2" C, 1" H AND (2) ¥" HWR RISERS (S-38) TO REMAIN.
4" SAN, 4" V, ¥" HWR RISER (S-40) TO REMAIN.

4" SAN, 3"V, 2" C,1/4" H AND (2) ¥" HWR RISERS (S-68) TO REMAIN.
4" SAN, 4" V, 2" C, ¥" H AND (2) ¥ HWR RISERS (S-69) TO REMAIN.
4" SAN, 3" V, 1" C, 1" H AND (2) ¥" HWR RISERS (S-71) TO REMAIN.

4" SAN, 4" V, ¥" HWR RISER (S-72) TO REMAIN.

DISCONNECT AND REMOVE SINK IN ITS ENTIRETY. REMOVE 1/," VENT AND /" H&C WATER
PIPING BACK TO RISERS AND CAP. TURN SINK OVER TO OWNER FOR SALVAGE.

DISCONNECT AND REMOVE LAVATORY IN ITS ENTIRETY. REMOVE 1/2" V AND /2" H&C PIPING
BACK TO RISERS AND CAP.

DISCONNECT AND REMOVE SHOWER IN ITS ENTIRETY. REMOVE 2" V AND !5" H&C PIPING
BACK TO RISERS AND CAP.

DISCONNECT AND REMOVE WATER CLOSET IN ITS ENTIRETY. REMOVE 2" V AND 1" C PIPING
BACK TO RISERS AND CAP.

DISCONNECT AND REMOVE ELECTRIC WATER COOLER IN ITS ENTIREY. REMOVE 12" V AND
/2" C PIPING BACK TO RISERS AND CAP.

DISCONNECT AND REMOVE V PIPING, SIZE AS INDICATED BACK TO RISER AND CAP.
DISCONNECT AND REMOVE 2" V PIPING DOWN IN ITS ENTIRETY.
DISCONNECT AND REMOVE %;" AND '/2" DRAIN AND ¥," C PIPING DOWN IN THEIR ENTIRETY.

DISCONNECT AND REMOVE ;" C AND (2) /" DRAIN PIPING TO HVAC UNIT IN ITS
ENTIRETY. REMOVE PIPING BACK TO_ RISER AND CAP.

DISCONNECT AND REMOVE FLOOR DRAIN IN ITS ENTIRETY.P.C. TO CUT FLOOR AS
REQUIRED FOR COMPLETE FLOOR DRAIN REMOVAL.P.C. SHALL PATCH FLOOR TO MATCH
EXISTING CONDITIONS. COORDINATE PATCHING OF FLOOW WITH THE G.C.
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